NOTE:
Prior to constructing PCC grout cap the Contractor shall notify the Electrical Superintendent to stamp the finished cap with concrete stamp reading "NOTIFY LB WATER DEPT PRIOR TO REMOVAL OF BASE".

Dimensions are in millimeters, except as noted.
Street light foundation

PVC sleeve
50 mm (2") larger than O.D. of Water Main

Plug end of annular space

Existing water main
40 to 100 mm (1 1/2" to 4")

DETAIL C

NOTE:
If bell coupling is encountered the O.D. of the sleeve shall be
50 mm (2") larger than the O.D. of the bell.

Dimensions are in millimeters, except as noted.